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This standard is issued under the fixed designation C 795; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonef indicates an editorial change since the last revision or reapproval.
This standard has been approved for use by agencies of the Department of Defense.
1. Scope 3.2.1 basic material specificatierany of the material

1.1 This specification covers non-metallic thermal insula-SPecifications for homogeneous insulation covered in any of
tion for use in contact with austenitic stainless steel piping andh€ pertinentAnnual Book of ASTM Standards. _
equipment. In addition to meeting the requirements specified in 3.2.2 lot—a lot shall be defined in accordance with Practice
their individual material specifications, issued under the juris<C 390 by agreement between the purchaser and the manufac-
diction of ASTM Committee C16, these insulations must pasdurer- . _ . _
the preproduction test requirements of Test Method C 692, for 3.2.3 stress corrosion crackmg—the failure of metal, takmg
stress corrosion effects on austenitic stainless steel, and tifge form of cracks that potentially occur under the combined
confirming quality control, chemical requirements, when testednfluence of certain corrosive environments and applied or
in accordance with the Test Methods C 871. residual stresses. o _ _

1.2 This standard does not purport to address all of the 3.2.4 wicking-type insulation-insulation material that, by
safety concerns, if any, associated with its use. It is the/irtue of its physm:_al character_lstlcs, permits a wetting liquid to
responsibility of the user of this standard to establish approJnfiltrate it by capillary attraction.
priate safety and health practices and determine the applicaz1

o o] ) . Significan n
bility of regulatory limitations prior to use. Significance and Use

4.1 Stress corrosion cracking of austenitic stainless steel is a

2. Referenced Documents metallurgical phenomenon. One cause of stress corrosion
2.1 ASTM Standards2 cracking is the presence of contaminants in water solution,
C 168 Terminology Relating to Thermal Insulation which can be concentrated at the stressed surface by evapora-
C 390 Practice for Sampling and Acceptance of Preformedion of the water. _

Thermal Insulation Lots 4.2 There is an apparent correlation between stress corro-

C 692 Test Method for Evaluating the Influence of ThermalSion cracking of austenitic stainless steel and the use of
Insulations on the External Stress Corrosion Crackinghsulation which either contains water-leachable chloride or, by

Tendency of Austenitic Steel reason of its water absorptivity, acts as a vehicle through which
C 871 Test Methods for Chemical Analysis of Thermalchlorides from outside the system are concentrated at the
Insulation Materials for Leachable Chloride, Fluoride, Surface of the stainless steet”

Silicate, and Sodium lons 4.3 Studies have shown that insulation containing certain
water-soluble compounds may retard or prevent chloride-

3. Terminology induced stress corrosion. Numerous materials thought to in-
3.1 Definitions—Terminology C 168 applies to the terms hibit stress corrosion cracking have been tried with varying
used in this specification. degrees of success. An inhibiting compound commonly used is
3.2 Definitions of Terms Specific to This Standard: sodium silicate. Present knowledge indicates that the sodium

silicate dissociates in the presence of water, leaving the silicate
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