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! Note—Paragraphs 1.1, 2.1, and 6.2 were editorially corrected in January 2001.
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responsibility of the user of this standard to establish appro- _ Water, Seventeenth Editién
priate safety and health practices and determine the applica- 2-3 ASHRAE Documents: _ o _
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Codes and Standards. Handbook—Heating, Ventilating, and
2. Referenced Documents Air-Conditioning Systems and Equipmént
2.1 ASTM Standards: Water Treatment. Handbook—Heating, Ventilating, and Air-
D 512 Test Methods for Chloride lon in Water Conditioning Systems and Equipmént
D 596 Practice for Reporting Results of Analysis of Water 2.4 ASM Documents: _ N
D 887 Practices for Sampling Water-Formed Dep8sits Manual of Clinical Microbiology, Fifth EditioR
D 1067 Test Methods for Acidity or Alkalinity of Watér 2.5 CDC Documents:
D 1129 Terminology Relating to Water Guideline for Prevention of Nosocomial Pneumdnia
D 1192 Specification for Equipment for Sampling Water Hospital-Laboratory Diagnosis of Legionella Infecti8ns
and Steam in Closed Conddits Procedures for the Recovery of Legionella from the Envi-
D 1293 Test Methods for pH of Wafer ronment
D 1356 Terminology Relating to Sampling and Analysis of
Atmosphereb
D 2331 Practices for Preparation and Preliminary Testing o  Annual Book of ASTM Standardsol 11.05.

Water-Formed DepOSﬁs 6 Available from the American Public Health Association, 1015 18th St. N.W.,
Washington, DC 20036, USA, 1990, 1989.
7 Available from the American Society of Heating, Refrigerating and Air-
1 This guide is under the jurisdiction of ASTM Committee D-22 on Sampling and Conditioning Engineers, Inc., 1791 Tullie Circle, NE, Atlanta, GA 30329, USA.
Analysis of Atmospheres and is the direct responsibility of Subcommittee D22.05 ®Rodgers, F. G., and Pasculle, W.Legionellg” in Manual of Clinical

on Indoor Air. Microbiology, Balows, A., Ed., American Society for Microbiology, Washington,
Current edition approved May 10, 1996. Published September 1996. DC 20005, USA, 1991, pp. 442-453.
2 Annual Book of ASTM Standardgol 11.01. ° Available from the U.S. Department of Health and Human Services, Public
2 Annual Book of ASTM Standardgol 11.02. Health Service, Centers for Disease Control and Prevention, Atlanta, GA 30333,
4 Annual Book of ASTM Standardgol 11.03. USA, 1987, 1992, 1994.

Copyright © ASTM International, 100 Barr Harbor Drive, PO Box C700, West Conshohocken, PA 19428-2959, United States.



